After the recent renewed interest in CO2 as the refrigerant (R744) for the food retail industry, many researchers have focused on the performance enhancement of the basic transcritical R744 supermarket refrigeration unit in warm climates. This task is generally fulfilled with the aid of energy-based methods. However, the implementation of an advanced exergy analysis is mandatory to properly evaluate the best strategies needing to be implemented to achieve the greatest thermodynamic performance improvements. Such an assessment, in fact, is widely recognized as the most powerful thermodynamic tool for this purpose. In this work, the advanced exergy analysis was applied to a conventional R744 booster supermarket refrigerating system at the outdoor temperature of 40 °C. The results obtained suggested the adoption of a more sophisticated layout, i.e. the one outfitted with the multi-ejector block. It was found that the multi-ejector supported CO2 system can reduce the total exergy destruction rate by about 39% in comparison with the conventional booster unit. Additionally, the total avoidable exergy destruction rate was decreased from 67.60 to 45.57 kW as well as the total unavoidable exergy destruction rate was brought from 42.67 down to 21.91 kW.
Introduction
A prominent positon as a fundamental service facility in modern society is held by supermarkets. However, these applications feature a significant contribute to global climate change, being massively energy-consumptive. In addition to this, commercial refrigeration systems considerably rely on powerful fluorinated greenhouse gases (GHGs) (i.e. hydrofluorocarbons), whose global warming potential (GWP) is substantial. The entry into force of the EU F-Gas Regulation 517/2014 [1] aims at preserving the environment by enormously decreasing the use of hydrofluorocarbons (HFCs) as well as encouraging the adoption of natural working fluids in the whole refrigeration sector. In particular, this regulation imposes a ban on the use of fluorinated refrigerants with a GWP100 years higher than 150 kg CO 2,equivalent · kg refrigerant −1 in multipack centralized refrigerating units with a rated capacity above 40 kW since 2022. Such a restriction is intended to put an end to the use of HFC-404A and HFC-507A in food retail stores due to their dramatic GWP. An exception was introduced for the primary circuit of cascade/indirect arrangements in which working fluids with a GWP100 years below 1500 kg CO 2,equivalent · kg refrigerant −1 will be allowed. However, poor performance was predicted for these solutions in a recent report by the European Commission [2] .
To promote a global response to the threat of climate change as well, 197 countries recently committed to phasing down the production and consumption of HFCs by more than 80% in the next 30 years [3] . Since "CO2-only" systems are virtually capable of deleting the direct contribution to global warming ascribable to commercial refrigeration systems, the use of carbon dioxide as the sole refrigerant (R744) in supermarket applications is in the spotlight. The adoption of R744 is further encouraged for its low cost, non-flammability, and non-toxicity. Therefore, conventional transcritical R744 booster systems have become standard in cold weather, as these units perform similarly to or even better than HFC-based solutions in such climate contexts (see Table 1 ). Table 1 . Findings of the main investigations associated with conventional "CO2-only" booster supermarket refrigeration systems.
Reference
Investigation Typology Selected Baseline Main Findings [4] Development of a simulation model validated against experimental measurements
R404A-based unit
Similar energy performance in a supermarket located in Northern England (UK) [5] Theoretical -
The optimal discharge pressure (and thus the energy performance) is mainly affected by the outdoor temperature, the effectiveness of suction line heat exchanger and compressor efficiency [6] Theoretical HFC-based unit
Energy savings by about 18% at outdoor temperatures up to 10 °C and by 13.8% on a yearly basis in Frankfurt (Germany) [7] Development of simulation model validated against laboratory measurements HFC-based unit Similar energy performance in a small supermarket in the North of Ireland (UK)
On the other hand, the larger share of transcritical operating conditions leads a basic CO2-only booster refrigerating solution to be dramatically (energetically) penalized compared to HFC-based units in high ambient temperature countries. Sawalha et al. [8] claimed that a conventional commercial CO2-only system can energetically compete with the solutions employing HFCs at outdoor temperatures up to approximately 25 °C. However, the entry into force of the EU F-Gas Regulation 517/2014 has also promoted an enormous technological advancement in favor of transcritical CO2 supermarket refrigerating solutions [9] , offering various measures aimed at improving their performance in warm climates. These involve the implementation of parallel compression [10] [11] [12] , the use of cold thermal energy storages [13, 14] , the adoption of overfed evaporators [15] [16] [17] , and the enhancement of the gas cooler performance [18, 19] . The combination of some of the aforementioned expedients through the adoption of the multi-ejector concept [20] [21] [22] has been demonstrated to be the most promising solution to finally open the doors to transcritical R744 supermarket refrigeration plants in any climate context [9] . As an example, the results obtained by Hafner et al. [23] showed that the use of a multi-ejector module on the part of "CO2-only" supermarket refrigeration units permits energy conservations by 11% in Southern Europe over a solution with parallel compression. Additionally, Minetto et al. [24] theoretically estimated a reduction in energy consumption by 22 .5% with the aid of the multi-ejector concept in comparison with a conventional single-stage R744 refrigeration system in Southern Italy. The great enhancements in energy efficiency attainable with the aid of the multi-ejector concept combined with the favorable environmental and safety properties of R774 have led commercial transcritical CO2 ejector-supported parallel compression systems to spike in popularity worldwide, especially in warm locations [9] .
Despite the great interest in transcritical R744 refrigeration plants for supermarket applications, their performance is predominantly assessed via conventional energy-based methods, as summarized above. However, the most appropriate measures aimed at enhancing the performance of any energy system can be brought to light by applying an advanced exergy evaluation [25] [26] [27] , being well-recognized as the most powerful thermodynamic tool for this purpose. Besides allowing for an evaluation of the location, the magnitude, and the sources of the thermodynamic inefficiencies occurring in the investigated system, the advanced exergy analysis also reveals the mutual interdependencies among the system components and the real enhancement potential related to the selected component. To the best of the authors' knowledge, a few evaluations based on these key research topics are available, as summarized in Table 2 . Therefore, the purpose of this investigation is to bridge this knowledge gap by suitably evaluating the thermodynamic performance of a conventional transcritical R744 booster supermarket refrigeration system with the aid of advanced exergy analysis. This has been carried out at the outdoor temperature of 40 °C as well as at the typical running modes of an average-size supermarket. At a later time, in accordance with the results obtained a more sophisticated system layout, i.e. an R744 multi-ejector enhanced parallel compression system, has been proposed and thermodynamically investigated. The evaluation of the most suitable countermeasures for putting the results suggested by the advanced exergy analysis into practice, the proposal of a more advanced system architecture based on them as well as the thermodynamic study of the proposed solution represent a significant step forward compared to the investigations listed in Table 2 . Table 2 . Findings of the main investigations associated with the advanced exergy analysis applied to vapor-compression systems.
Reference
Selected Energy System Main Findings [28] [29] [30] "CO2-only" supermarket refrigeration units
The potential associated with the application of the advanced exergy analysis to these solutions was revealed.
[31]
Ammonia refrigeration system operating according to the Voorhees' principle Close attention needs to be given to the evaporator improvement.
[32] Ground-source heat pumping drying solution
The designer needs to focus on the condenser enhancement.
[27] Gas engine heat pump system
The irreversibilities are mainly avoidable, apart from those of the evaporator, drying cabinet, and compressor.
[33]
CO2 heat pump unit for simultaneous water cooling and heating
Close consideration has to be devoted to the compressor to enhance the whole system performance.
[34] NH3/CO2 cascade arrangement
The performance of the R744 expansion valve, R744 compressor, and cascade condenser needs to be improved. [35] Ejector refrigeration system The authors suggested the adoption of R1233zd(E).
[36]
Ejector expansion transcritical R744 refrigeration unit
The system performance can be enhanced by focusing on the performance of the compressor, ejector, and evaporator
In Section 2, the assessed solution and the assumptions in common in all the implemented analyses are described, while the main concepts related to both the conventional and the advanced exergy evaluation are presented in Section 3. The main results related to the conventional transcritical R744 booster supermarket refrigeration system, a suitable enhancement strategy, and the outcomes associated with its adoption are presented in Section 4. Section 5 is devoted to the discussion of all the results obtained, while the conclusions of the implemented evaluations are given in Section 6.
System Description and Assumptions in Common in All Implemented Analyses

System Description
A conventional transcritical R744 booster supermarket refrigeration system (CB) and its p-h diagram are respectively sketched in Figures 1 and 2 . In this solution, the high stage (HS) compressor(s) (HS compr) discharge(s) R744 to the high pressure (HP) (Thermodynamic State 1 in Figures 1 and 2 ) and thus the heat is rejected into the surroundings through the gas cooler/condenser (GC) (Thermodynamic State 2 in Figures 1 and 2) . The refrigerant is then isenthalpically expanded via the HP expansion valve (HP exp) and enters the receiver (RC) (Thermodynamic State 3 in Figures 1 and 2) , in which the flow is split into vapor (Thermodynamic State 5 in Figures 1 and 2 ) and liquid (Thermodynamic State 4 in Figures 1 and 2) . Therefore, the liquid is throttled to the medium (MP) (Thermodynamic State 6 in Figure 1 ) and low pressure (LP) (Thermodynamic State 8 in Figures 1 and 2) to respectively feed the medium (MT) and low (LT) temperature evaporators (i.e. MT evap and LT evap in Figures 1 and 2) . The low stage (LS) compressor(s) (LS compr) act(s) as booster(s) and compress(es) the refrigerant coming out of LT evap (Thermodynamic State 9 in Figures 1 and 2 ) to MP (Thermodynamic State 10 in Figures 1 and 2) . The vapor in RC is isenthalpically expanded (Thermodynamic State 13 in Figures 1 and 2 ) by using the by-pass valve (VB) and mixed with the stream coming from both MT evap and LS compr. Finally, the refrigerant is drawn by the HS compr (Thermodynamic State 14 in Figures 1 and 2 ) and the thermodynamic cycle is then completed.
Assumptions in Common in All Implemented Analyses
All the implemented analyses were based on the running modes of a typical food retail application, which are listed in Table 3 . Additionally, the intermediate pressure (i.e. pressure at RC) was maintained as 35 bar for CB [22] . Furthermore, the pressure drop was considered negligible, and all the heat exchangers were supposed to be well-insulated [21, 22] .
As demonstrated by many authors [37] [38] [39] , an optimum discharge pressure, maximizing the coefficient of performance (COP), has to be assessed with respect to the gas cooler outlet temperature at high heat sink temperatures, i.e. as the transcritical running modes occur. In the present study, this was evaluated for CB by implementing the same optimization procedure comprehensively described by Gullo et al. [10] .
All the numerical models were carried out by using an engineering equation solver (EES) [40] . 
Exergy Analyses
Conventional Exergy Analysis
Exergy of a system at a specific thermodynamic state is the maximum amount of useful work, which can be obtained as the investigated system moves from that certain state to a state of equilibrium with the surroundings as a result of a thermodynamic interaction uniquely with this. Furthermore, the calculation of the exergy destruction (̇) associated with a component of the selected system leads to the evaluation of the source of thermodynamic inefficiencies. As regards this work, ̇ for each component was computed by adopting the approach suggested by Morosuk and Tsatsaronis [41] , being well-recognized experts in conventional exergy assessment and the pioneers of the advanced exergy evaluation. Therefore, taking into account that the kinetic, chemical, and potential exergy variations can be considered negligible for any vapor-compression refrigeration system and assuming steady state conditions, the exergy destruction rate of the investigated component can be evaluated via the exergy balance (Equation 1) [42] :
in which the term T0 refers to the temperature (in Kelvin) of the dead state (i.e. selected outdoor temperature), while and represent the physical exergy per unit of mass respectively associated with the inflows and outflows. These can be calculated by implementing Equation (2):
in which the temperature T (in Kelvin) and the pressure p define a generic thermodynamic state, while po indicates the pressure of the dead state (assumed equal to 1.01 bar). It is worth remarking that the outcomes associated with an exergy analysis are not substantially affected by the adopted dead state [43] . The further assumptions made to appropriately perform the conventional exergy analysis are presented in Table 4 . Table 4 . Additional assumptions made for the conventional exergy analysis [10, 22] .
Parameter
Numerical Value Unit of Measurement
Additionally, the power input associated with the fans was estimated to be 3% of the heat capacity rejected through the gas cooler/condenser [21, 22] . In addition, the performance of the selected compressors was evaluated with the aid of the correlations presented in Table 5 , which were obtained by using some manufacturer's software. Table 5 . Correlations used for assessing the performance of the compressors belonging to CB [22, 44] . The conventional exergy efficiency (ηexergy) of a vapor-compression refrigerating plant can be assessed by employing Equation 3:
Compressors Correlation
HS compressors
in which the total exergy loss rate (̇, ) is caused by the interaction between the surroundings and the investigated system as transfers of matter, heat, and work.
Advanced Exergy Analysis
The real potential improvements, which can be obtained by the selected component of the investigated system are quantifiable by splitting its exergy destruction rate (i.e. ̇ calculated through the conventional exergy analysis via Equations (1) and (2)) into its unavoidable (̇) and avoidable (̇) parts:
The unavoidable exergy destruction (̇) describes the part of irreversibilities, which cannot be avoided even if the best available component is being utilized because of technological limitations (e.g. cost and accessibility of materials, and manufacturing methods). This means that ̇ takes into account the remaining exergy destruction, as the evaluated component is designed for the highest thermodynamically possible performance and economically feasible limit. Therefore, the designer needs to focus on the avoidable exergy destruction of the investigated component (̇) [31, 41, 45] . The unavoidable irreversibilities (̇) can be calculated as follows: 1. a thermodynamic cycle relying on the assumptions presented in both Subsection 2.2 and the third column in Table 6 is implemented; 2. Equations (1) and (2) Table 6 . Assumptions adopted to implement the advanced exergy analysis [28] . (1) and (2)) associated with the selected component is also equal to the sum between its endogenous (̇) and exogenous (̇) parts:
Component
Operations at Theoretical Conditions
Operations at Unavoidable Conditions
The endogenous inefficiencies taking place in the assessed component (̇) are due to its irreversibilities as this is working in the real operation conditions and all the others are working ideally. The exogenous exergy destruction related to the investigated component (̇) is caused by the inefficiencies associated with the remaining components. In conformity with [41] , ̇ for each component was calculated by formulating a thermodynamic cycle for each component in which 1. the assessed component operated in accordance with the assumptions presented in Subsections 2.2 and 3.1, whereas the others performed with respect to the assumptions showed in the second column in Table 6 (i.e. at ̇= 0 if it was possible, otherwise ̇= minimum [31, 41, 46] ); 2. the exergy destruction of the evaluated component (i.e. ̇) was calculated through Equations (1) and (2); 3.
̇ of the selected component could be computed by subtracting ̇ from ̇. Furthermore, ̇ (calculated through the conventional exergy analysis via Equations (1) and (2)) can be additionally divided according to Equation (6) [31, 41] :
in which • ̇, describes the unavoidable endogenous exergy destruction, which cannot be decreased due to the technical limitations related to the selected component; • ̇, refers to the unavoidable exogenous exergy destruction, which cannot be reduced owing to the technical limitations associated with the remaining components; • ̇, represents the part of irreversibilities, which can be avoided by enhancing the selected component;
• ̇, identifies the part of inefficiencies, which can be decreased by improving the other components. To compute ̇, for each component, a thermodynamic cycle was realized in which [41] 1. the evaluated component was assumed to be working at unavoidable conditions (through the adoption of the suitable parameter in the third column in Table 6 ), whereas all the remaining components were considered to be operating at theoretical operations (through the selection of the proper parameter in the second column in Table 6 ); 2. the exergy destruction of the selected component (i.e. ̇, ) was computed with the aid of
Equations (1) and (2) The simultaneous interactions among three or more components of the considered system cause the so-called mexogenous exergy destruction, which can be evaluated with the aid of Equation (7) for the selected (i.e. k-th) component (̇, ) [31, 47] :
in which ∑̇, , =1 ≠ represents the part of the exogenous exergy destruction of the k-th component due to the irreversibilities, which take place in the r-th component. In particular, another cycle in which both the k-th component and the r-th component are working in real conditions and the remaining n-2 components are operating in ideal running modes has to be assessed to calculate ̇, .
In this work, the superheating occurring in the suction lines was neglected in all the implemented advanced exergy analyses [28] , while the power input related to the fans was assumed to be 0.5% of the heat capacity rejected through the gas cooler/condenser in unavoidable running modes. Table 7 summarized temperature, pressure, mass flow rate, specific enthalpy, specific entropy, and specific flow exergy at the outdoor temperatures of 40 °C of the real thermodynamic cycle of CB.
Results
Results of Conventional Exergy Analysis
As presented in Figure 3 and additionally showed in Figure 4 , the outcomes of the conventional exergy analysis brought to light that HS compr contributes for about one third of ̇, (̇, = 31.2% of ̇, ), as a consequence of its poor efficiency due to the considerable value of discharge pressure. This also gave rise to dramatic mismatching between CO2 and air temperature profiles through GC, leading this component to be responsible for 30.3% of ̇, . Additionally, despite the very low value of ΔTappr,GC, the significant differences between the rejection and intermediate pressure caused that considerable attention needed to be paid to HP exp (̇, = 20.9% of ̇, ), in accordance with the outcomes presented in [48] . Furthermore, VB and MT evap were accountable for 6.4% and 5.2% of ̇, of the investigated system at the selected external temperature, respectively. Finally, the exergy destruction rate of the mixing point was approximately equal to 0.82 kW, while the exergy loss rate (̇, ) amounted to 2.32 kW. Therefore, the computed exergy efficiency of CB was 0.181 at text = 40 °C, being the total power input (̇, ) equal to 138.50 kW. 
Results of Advanced Exergy Analysis
Avoidable and Unavoidable Exergy Destruction
All the outcomes obtained at the outdoor temperature of 40 °C for the advanced exergy analysis are summed up in Table 8 , highlighting that only 61.3% of the total exergy destruction rate could be actually avoided. Additionally, the potential associated with the application of the aforementioned evaluation is brought to light with the aid of Figure 5 . First of all, it was found that the focus on HS compr needs to be even greater compared to the results related to the conventional exergy analysis, being responsible for 46.5% of ̇, . Furthermore, the contribution associated with HS exp to the total avoidable irreversibilities was actually negligible, as this component was responsible only for 3.7% of ̇, . On the contrary, ̇, had a similar weight in terms of ̇, to that of ̇, with respect to ̇, . Additionally, it was calculated that VB and MT evap caused 7.3% and 5.1% of ̇, , respectively.
Finally, only 10.9% of the inefficiencies associated with HP exp could be actually avoided, being this component responsible for 48.4% of ĖD ,tot . On the contrary, HS compr, GC, VB and MT evap were characterized by a greater value of ̇ than that of ̇, being ̇, , ̇, , ̇, and ̇, respectively equal to 90.7%, 62.5%, 69.5% and 60.5% of their corresponding exergy destruction rates.
Avoidable Endogenous and Exogenous Exergy Destruction
The results summed up in Table 8 suggest that approximately 52% of the total avoidable exergy destruction associated with the investigated system was endogenous.
Additionally, the splitting of the avoidable exergy destruction rate of each component belonging to CB revealed the additional thermodynamic benefits related to the application of the advanced exergy analysis. These could be summarized as follows: Additionally, in accordance with the results in [31, 41] , all the evaporators presented a null avoidable exogenous exergy destruction rate. 
Component
̇,
̇, 
Interactions among Components
The effect of the system under investigation on the component being considered can be assessed by evaluating its mexogenous exergy destruction. The results listed in potential related to the application of the advanced exergy analysis. These suggest that GC could be enhanced, firstly, by reducing the irreversibilities owing to the simultaneous interaction among the components and, secondly, by improving HS compr and thus by enhancing HP exp. The outcome related to HS compr was due to the fact that an enhancement in such a component would have led to a lessening in its discharge temperature and thus in a better matching between CO2 and air temperature profiles through GC. Additionally, it was found that a decrease in irreversibilities associated with MT evap as well as in those caused by the concurrent interaction among the components would have reduced the inefficiencies related to HS compr substantially. In particular, the decrease in temperature difference in MT evap would have allowed increasing HS compr suction pressure. Additional improvements could be accomplished by enhancing HP exp as well as GC. A rise in MT would also have entailed a drop in irreversibilities occurring in VB. Finally, the irreversibilities of HP exp could be significantly lowered by reducing the approach temperature (i.e. temperature difference between the leaving R744 and the entering air) of GC. However, all the outcomes obtained (i.e. ̇, = 3.7% of ̇, , ̇, = 10.9% of ̇, , ̇, = 48.4% of ĖD ,tot , ̇, , = 0.00 kW, and a strong influence of the irreversibilities of HP exp on those of the other components) suggested the need to replace this component with a device for expansion work recovery. 
Summary of Results of Advanced Exergy Analysis and Adopted Strategy of Enhancement
The implementation of only the conventional exergy analysis would have led to misleading results as regards the understanding of the most appropriate strategies to enhance the performance of a conventional R744 booster supermarket refrigeration plant at the outdoor temperature of 40 °C. However, based on the results of the advanced exergy analysis, it could be concluded that, as for the components taken individually, very close attention had to be paid firstly to the HS compressors, gas cooler, and HP expansion valve and, secondly, to MT evaporators as well as to the vapor by-pass valve.
By considering the HS compressors, their improvement could be mainly associated with the following:
• The enhancement of the components themselves in order to bring down their avoidable endogenous irreversibilities (i.e. need to manufacture more efficient compressors). This expedient could also decrease the R744 gas cooler inlet temperature and thus enhance the HP heat exchanger performance significantly.
• A reduction in exergy destruction related to the MT evaporators, the entire system (i.e. adoption of a more efficient system architecture), and the gas cooler, as well as the replacement of the HP expansion valve. With respect to the gas cooler, • the main improvements could be attained by enhancing the whole system (i.e. adoption of a more efficient system layout) and the HS compressors; • further substantial benefits could also be achieved by enhancing its performance (i.e. reduction in its approach temperature).
As for the HP expansion valve, the results presented above (i.e. ̇, = 3.7% of ̇, , ̇, = 10.9% of ̇, , ̇, = 48.4% of ĖD ,tot , ̇, , = 0.00 kW, and the strong influence of the irreversibilities of HP exp on those of the other components) suggest that the designer has to take its replacement into serious consideration. However, some advantages could be obtained by enhancing the gas cooler. Furthermore, additional benefits for both the components themselves and the vapor by-pass valve could be derived from enhancing the performance of the MT evaporators.
Besides the improvement of the individual components, the outcomes obtained also suggested the significant need to enhance the performance of the overall solution, i.e. the adoption of an improved system layout was compulsory. At text = 40 °C, this outcome was further remarked by the fact that about 39% of the irreversibilities taking place in this system were actually unavoidable. The following improvements had to be incorporated into the enhanced solution:
• a decrease in approach temperature of the gas cooler; • a substantially improvement in performance of the HS compressors. This purpose could be achieved by both adopting considerably more efficient components and enhancing the HS compressor operating conditions (e.g. decrease in their mass flow rate, increase in their suction pressure); • the use of a device for expansion work recovery, such as a multi-ejector block [20] , in place of the HP expansion valve; • an increase in medium temperature, i.e. adoption of overfed evaporators [15] .
Values of the approach temperature of the gas cooler below 2 K are not usually adopted [10, 11, 21, 22] due to economic reasons. Additionally, it was found that the gas cooler is mainly improvable by lowering the irreversibilities due to the concurrent interaction among the components. Furthermore, it is important to highlight that the compressors selected in this work are widely used components in real supermarket applications. To the best of the authors' knowledge, substantially more efficient compressors than those employed in this evaluation are not currently available on the market. Therefore, the enhancement in performance of HS compressors could be attained uniquely by improving their operating conditions, i.e. the adoption of parallel compression and increase in medium temperature. The latter measure can be practically implemented by substituting the corresponding evaporators of CB (i.e. dry-expansion heat exchangers) with overfed evaporators (i.e. the need for adoption of liquid ejectors). As a consequence, a more improved system architecture compliant with the results obtained, such as the one using a multi-ejector rack, was investigated by applying the advanced exergy analysis. This solution, in fact, besides properly replacing the HP expansion valve and increasing the medium temperature, features the presence of some parallel (or auxiliary) compressors instead of the vapor by-pass valve. This could be beneficial to both the gas cooler (reduction in CO2 inlet temperature) and the HS compressors (being significantly unloaded).
The Proposed System Layout: Multi-Ejector Based Solution
A multi-ejector based solution (EJ), which is sketched in Figure 6 , relies on a block (MEJ) generally including 4-6 ejectors for vapor removal (VEJ) and 2 liquid ejectors (LEJ). The vapor ejectors are employed for pre-compressing a large amount of refrigerant from the medium pressure (i.e. RC(MP) in Figure 6 ) to the intermediate pressure (i.e. RC(IP) in Figure 6 ) by recovering some of the available expansion work. As a consequence, the HS compressors are considerably unloaded to the detriment of parallel compressors (AUX), which can operate at more favorable running modes (i.e. higher suction pressure). Unlike an individual constant-geometry ejector, the use of several twophase ejectors connected in parallel and featuring a fixed geometry and a different size (i.e. multiejector concept) allows simultaneously for the accurate control of the discharge pressure and the effective recovery of some expansion work [49] . At least one vapor ejector is in operation and the required cooling capacity is then adapted by changing the combination of the ejector cartridges. The target of the liquid ejectors is to promote the overfeeding of the evaporators all year round. Overfed evaporators, in fact, permit the optimal use of their heat transfer area, as the superheated region and the corresponding heat transfer capability penalization are avoided. This leads to a higher operating temperature compared to dry-expansion evaporators. Detailed information on multi-ejector based CO2-only systems was presented in [9] . The measures needed to be implemented in accordance with the results obtained in Subsection 4.3 and the adopted countermeasures are listed in Table 10 . The simulation model for the conventional exergy analysis was developed in accordance with [21, 22] , whose main assumptions were as follows:
• LEJ were not simulated, as their energy benefits were mainly related to the increase in evaporating temperature. In order to properly consider these, MT was incremented by 6 K (tMT = −4 °C). Additionally, the quality of the refrigerant coming out of the MT overfed heat exchangers was taken as 1.
•
The compressor performance was evaluated with the aid of the correlations listed in Table 11 , which was obtained using DORIN Software [22, 44] . It is worth remarking that all the adopted compressors were selected as a suggestion derived from the aforementioned manufacturer's software with respect to the assessed boundary conditions (e.g. suction pressure, discharge pressure). Being these different between CB and EJ, diverse compressors were selected. Such an approach was also implemented in [21, 22] .
The same optimization procedures proposed by Gullo et al. [22] were applied to EJ. In particular, the required total power input of the solution equipped with the multi-ejector module was minimized with respect to both the pressure lift (Plift) (i.e. the pressure difference between the two receivers) and the discharge pressure. As suggested by Gullo et al. [22] , the minimum and maximum values of Plift were assumed as 4 bar [20] so as to guarantee an appropriate feeding of the evaporators and as 15 bar [50] (i.e. the optimal Plift ranged between 4 and 15 bar), respectively.
As suggested by Minetto et al. [51] , the entrainment ratio (ω) of vapor ejectors, i.e. the ratio of the mass flow rate related to the suction nozzle to the mass flow rate associated with the motive nozzle, needs to be assessed as a function of both the optimal pressure lift and the R744 gas cooler outlet temperature. This is related to the fact that, at a given operating condition, an increase in Plift would lead to a decrease in the amount of pre-compressed refrigerant and vice versa. In the present study, ω (for the whole vapor ejector block) was calculated by relying on the correlation listed in Table 6 , which was obtained from the experimental data collected by Haida et al. [52] . Table 11 . Correlations employed for simulating the multi-ejector based solution (EJ). As regards the advanced exergy analysis of the proposed enhanced system, in unavoidable operating conditions, the corresponding correlation aimed at evaluating the performance of the multi-ejector block was not employed. This component was simulated by (simultaneously) setting Plift equal to 15 bar, as proposed by Hafner et al. [50] for the next generation of transcritical R744 supermarket refrigeration systems, and the value of the entrainment ratio equal to the one obtained in the conventional exergy analysis.
Multi-Ejector Block
It is important to highlight that the conventional and advanced exergy analyses for EJ were carried out in the same way as explained for CB.
Comparison between the Multi-Ejector Based Solution and the Conventional System
In this subsection, the real advantages related to the multi-ejector based solution (EJ) compared to the conventional system (CB) are revealed with the aid of the advanced exergy analysis at the outdoor temperature of 40 °C. As depicted in Figure 7 , the total exergy destruction rate of the enhanced system architecture (i.e. EJ) was about 39% lower compared to the reference system (i.e. CB). With respect to the conventional exergy analysis, EJ had an exergy efficiency of about 0.268. Furthermore, the total avoidable irreversibilities of EJ were reduced by 32.6% over those related to CB as well as the total unavoidable exergy destruction of EJ was brought from 42.67 down to 21.91 kW. Additionally, roughly 67% of the inefficiencies taking place in EJ could be reduced, suggesting that additional remarkable improvements can be accomplished by such a configuration. As can be observed in Figure 8 , the total avoidable irreversibilities related to the compressors discharging to the heat rejection pressure was brought from 31.46 down to 19.14 kW. Additionally, the adoption of the multi-ejector concept led Ė, to be reduced from 3.47 to 1.81 kW. Furthermore, Ė, was decreased from 21.02 to 13.50 kW. Finally, it was found that only about half of the inefficiencies related to VEJ could be actually avoided. It was also worth remarking that Ė, and Ė, were respectively equal to 2.53 and 20.68 kW for CB, whereas Ė, and Ė, respectively added up to 6.83 and 7.13 kW for EJ. Enhanced (EJ) Reference (CB) Figure 8 . Avoidable and unavoidable exergy destruction rates of some selected components belonging to the proposed enhanced system (EJ) at the outdoor temperature of 40 °C.
Discussion
At the outdoor temperature of 40 °C, the outcomes of the conventional exergy analysis applied to a conventional CO2-only booster supermarket refrigerating system have suggested that the designer needs to firstly focus on the HS compressors, being accountable for approximately one third of ĖD ,tot . This is due to the high value of the heat rejection pressure, which leads to poor performance on the part of this component. Additionally, similar attention should be given to the gas cooler as a result of the considerable mismatching between R744 and air temperature profile through the heat exchanger. It is a well-known result that the HP expansion valve is responsible for large irreversibilities in a transcritical R744 refrigeration system [48] . This outcome has been confirmed in this investigation, in which a contribution of 21% to ĖD ,tot has been computed, despite the very low value of the gas cooler approach temperature. Furthermore, it has been found that the vapor by-pass valve and the MT evaporators are responsible for about 6.4% and 5.2% of ĖD ,tot of the investigated solution, respectively. The implementation of the advanced exergy analysis, which is currently considered the most effective thermodynamic tool to evaluate energy system performance, has offered a better understanding of the real enhancement strategies to consider. Taking into account that nowadays transcritical R744 supermarket systems are the most promising HFC-free solutions in commercial refrigeration sector, the present work reveals the scientific merit of combining two of today's most relevant key research subjects. It has been brought to light that approximately only 61% of the total irreversibilities can be actually decreased, featuring slightly greater avoidable endogenous irreversibilities. Firstly, it has been found that the HP expansion valve needs to be substituted with a device for expansion work recovery. Additionally, the attention that needs to be paid to the HS compressors has been found to be even more remarkable, since 46.5% of ̇, can be ascribable to this component. About 34% of ̇, can actually be avoided mainly by • increasing the medium temperature as well as decreasing the approach temperature of the gas cooler so as to reduce the pressure ratio of the compressors and thus improve their performance, • reducing the inefficiencies caused by the simultaneous interaction among the components by adopting a more state-of-the-art system architecture, and • replacing the HP expansion valve, being its irreversibilities mainly unavoidable and equal to 48.4% of ĖD ,tot . 
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As regards the high pressure heat exchanger, this is responsible for 31.1% of ĖD ,tot at the selected external temperature. The avoidable irreversibilities of such a component can be reduced mainly by decreasing the irreversibilities owing to the concurrent interaction among the components (i.e. implementation of a more advanced system layout) as well as enhancing the performance of the HS compressors. The adoption of the latter expedient would lead to a decrement in its discharge temperature and thus to a better coupling of the selected fluids through the gas cooler. Finally, it has been found that the vapor by-pass valve and the MT evaporators bring about 7.3% and 5.1% of ĖD ,tot , being their avoidable irreversibilities exclusively exogenous (significantly caused by the MT evaporators) and endogenous [31, 41] , respectively. Therefore, it can be claimed that the performance of the MT evaporators needs to be improved.
To sum up, the results of the advanced exergy analysis for the conventional transcritical R744 booster supermarket refrigeration system have suggested that the most effective intervention to undertake is the adoption of an enhanced system layout featuring • a drop in approach temperature of the gas cooler, • a noticeably direct (i.e. the selection of substantially more efficient components) or indirect (e.g., a decrease in mass flow rate or an increase in suction pressure) improvement in performance of the HS compressors, and • the replacement of the HP expansion valve with a device for expansion work recovery (i.e. the adoption of the multi-ejector concept) as well as an increase in medium temperature (i.e. the adoption of overfed evaporators).
Values of the approach temperature of the gas cooler lower than 2 K are not generally adopted [10, 11, 21, 22] owing to the economic reasons. Furthermore, the irreversibilities related to the gas cooler are mainly reducible by decreasing the inefficiencies due to the concurrent interaction among the components. Additionally, the compressors selected in this work are widely used components in real supermarket applications and, to the best of the authors' knowledge, considerably more efficient compressors than those employed in this evaluation are not currently available on the market. Thus, the improvement in the performance of HS compressors can be accomplished uniquely by enhancing their operating conditions, i.e. the adoption of parallel compression and a rise in medium temperature. The operating temperature of the MT evaporators can be significantly increased by replacing the corresponding evaporators of the conventional booster unit (i.e. dry-expansion heat exchangers) with overfed evaporators (i.e. a need for the adoption of liquid ejectors). As a consequence, a more improved system architecture compliant with the results obtained, such as the one using a multi-ejector rack, has been investigated by applying the advanced exergy analysis. This solution, in fact, allows for an indirect improvement in the performance of the HS compressors (thanks to the presence of the parallel compressors instead of the vapor by-pass valve), the replacement of the HP expansion valve (thanks to the presence of the vapor ejectors), and a growth in medium temperature (thanks to the presence of the liquid ejectors). At the outdoor temperature of 40 °C, the adoption of the multi-ejector concept allows for a reduction in the total exergy destruction rate by about 39% compared to a conventional booster solution. Furthermore, about 68% of these can be further reduced. At last, the total avoidable exergy destruction rate has been decreased from 67.60 to 45.57 kW, and the total unavoidable exergy destruction rate has been brought from 42.67 down to 21.91 kW.
By comparing the results related to the conventional booster unit with those associated with the multi-ejector based configuration, it can be concluded that the improvements offered by the multiejector based system are accomplished by the following:
• A decrement by about 36% of the avoidable inefficiencies occurring in the gas cooler. This achievement has been derived from the adoption of a more advanced configuration as well as from the reduction in discharge temperature of the compressors discharging to the high pressure.
• A reduction by approximately 39% on the part of the avoidable irreversibilities related to the compressors discharging to the heat rejection pressure compared to HS compressors belonging to the conventional system. This result is ascribable to the adoption of a more advanced system layout.
• A fall by roughly 40% of the total inefficiencies associated with the main expansion device.
• A halving of the avoidable inefficiencies taking place in the MT evaporators thanks to the rise in its operating temperature by 6 K. Gullo et al. [28] applied the advanced exergy analysis to a CO2 booster refrigeration system with parallel compression. Although the selected boundary conditions are different from the ones adopted in this study, an interesting comparison in terms of results obtained can be made. In both cases, close attention has to be paid firstly to the compressors discharging to the heat rejection pressure and then to the gas cooler. Additionally, the contribution of the avoidable irreversibilities taking place in the expansion devices of the solution with parallel compression to ĖD ,tot is about 7.4%. Additionally, unlike the case with ejectors, the MT evaporators have a remarkable avoidable exergy destruction rate, as the configuration with the parallel compressor is taken into account.
Conclusions
The recent restrictive legislative acts aimed at environment preservation have led CO2 to be perceived as the most suitable future-proof refrigerant for supermarket applications in any climate context. However, the conventional transcritical R744 booster refrigeration solution features dramatically poor performance with rise in outdoor temperature. In this work, the thermodynamic performance of such a solution has been studied by conducting an advanced exergy analysis. The investigation has been based on the external temperature of 40 °C. Also, the typical running modes of a food retail store have been selected, i.e. the design cooling capacities have been taken as 120 kW at the evaporating temperatures of -10 °C and as 25 kW at -35 °C. As regards the compressors, their global efficiencies have been assessed with the aid of appropriate manufacturers' software.
The results related to the conventional R744 booster unit have brought to light the need for the adoption of a better performing system architecture, such as the one relying on the multi-ejector concept. In fact, at the outdoor temperature of 40 °C, the multi-ejector based system features about 39% less total irreversibilities as well as a drop from 67.60 to 45.57 kW in total avoidable inefficiencies compared to the conventional booster solution. It can be concluded that the adoption of multi-ejector based solutions is also suggested as a result of the application of the advanced exergy analysis, being currently the most powerful thermodynamic tool to appropriate evaluate the performance of any energy system.
As future work, a specific investigation on the impact and the quantification of various individual thermodynamic improvements will be carried out for a CO2-only booster supermarket refrigeration plant. Finally, it is worth highlighting that, although realistic running modes have been considered, the proposed study would considerably benefit from the validation of the outcomes obtained against data from field. Funding: This research received no external funding.
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